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The purpose and objectwe of the Rocky Flats Accelerated Sludge Removal Project 

(ASRP) IS to expeditxously remove approximately 900,OOO gallons of waste matenals 

from the 788 Clanfier and the 207 B South and C Ponds These waste matenals will be 

transferred via tank trucks to a senes of new polyethylene tanks, which will be located 

inside Tents 3, 4 and 6 on the 750 Pad. Approximately 72 tanks will be purchased from 

Poly Cal Plastics of French Camp, California 

The Department of Energy (DOE) is required to remove the waste matenals from the 

788 Clanfier and the 207 B and C Ponds by January 20, 1995. EG&G has developed 

more aggressive Internal goals for completmg the transfer of these waste matenals 

EG&G has scheduled to remove the waste matenals from the 207 B South Pond by 

December 31, 1993 and from the 207 C Pond by March 31, 1994 

DOE is requeshng that the Colorado Department of Health (CDH) grant intenm status 

to the polyethylene tanks that will be used for storage on the 750 Pad DOE will later 

request a modificabon of the Rocky Flats Plant Part B permit to include these tanks The 

tanks are currently subject to the requirements of Part 265, Subpart J of the Colorado 

Hazardous Waste Regulahons, 6 CCR 1007-3 Secbon 265 192 requires that owners or 

operators of new tank systems o b k n  and submit to CDH a wntten assessment, reviewed 

and cemfied by an independent, qualified registered professional engineer, in  accordance 

with Section 100.12(d) attesting that the tank system has sufficient structural integnty and 

is acceptable for the stonng and treating of hazardous waste 

The assessments of the new polyethylene tanks for storage of the waste matenals from 

the 788 Clanfier and the 207 B South and C Ponds will be performed by ERM-Rocky 

Mountam (EM) This document descnbes the plan that ERM will implement to 

complete these tank assessments Secbon 1 0 provides background information on the 

ASRP, as well as an explanahon of the dnving forces behind the requirement for tank 

assessments Secbon 2 0 dewis the scope of EG&G’s and E m ’ s  responsibilihes for 
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completing the project Secbon 3 0 descnbes the methodology that ERM will use to 

perform the tank assessments, and includes separate discusslons of the vendor site visit, 

the review of the engineenng design package and waste charactenzahon data, 

shipping/deliverylinstallahon oversight, and the preparahon of the wntten certifications 

Sechon 4 0 presents the proposed project schedule, along with a list of the key 

assumpbons used in developing the schedule Finally, Sechon 5 0 demls the quality 

assurancdquality control procedures ERM will use dunng the complebon of the tank 

assessments 

2.0 CERTIFICATION SCOPE 

ERM has been contracted to prepare a wntten assessment of the polyethylene tanks to 

be used for storage of waste matenals from the 788 Clanfier and the 207 B South and 

C Ponds. A qualified, Colorado registered professional engineer with ERM will review 

and cemfy the assessment in accordance with Sechon 100 12(d) of 6 CCR 1007-3, 
attesting that each tank system has sufficient structural integnty and is acceptable for the 

stonng and treatmg of hazardous waste as required under Section 265 192 of 6 CCR 

1007-3 

ERM will assess the following items pnor to prepanng the certificahon 

e Design standards used to construct the tanks and ancillary equipment 
(265 192(a)(l)) 

e Hazardous charactenstics of the wastes to be handled (265 192(a)(2)) 

0 Design considerations used to ensure that tank foundations will m a n t a m  the load 
of a full tank (265 192(a)(5)(i)) 

e Design considerahons used to ensure that tank systems will be anchored or spaced 
to prevent dislodgement where the tank system is placed in a seismic fault zone 
(2 65 192 (a) (5) (11)) 

e Design considerations used to ensure that tank systems will withstand the effects 
of frost heave (265 192(a)(5)(iii)) 

2 
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Handling procedures used to prevent tank damage dunng installabon 
(265 192@)) 

0 Tank system integnty after installation through an inspection for weld breaks, 
punctures, scrapes of protecbve coatings, cracks, corrosion and other structural 
damage or inadequate construction or installation (265 192@)( 1-6)) 

0 Tightness of tanks and ancillary equipment pnor to use (265 192(d)) 

0 Measures used to protect the ancillary equipment from physical damage and 
excessive stress due to settlement, vibration, expansion or contrachon 
(265.192(e)) 

The scope of work for the ASRP tank assessments does not include. 

a Assessment of repars performed on damaged tank vessels, if necessary, pnor to 
enclosure or use of tank systems 

0 Review of inspection procedures, operating procedures, or 
contmgency/emergency response procedures 

a Review of tank closure plans 

0 Review of mning plans 

In order to complete the tank assessments and the cemfication documentahon, ERM will 

need EG&G to provide the following information 

0 Complete design package for the ASRP tank systems 

Supportmg calculahons for the design package 

0 Plan and elevation views of the ASRP tank systems with dimensions 

0 Vendor supplied information, including test data and matenal specifications 

3 
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3 0 METHODOLOGY 

E M  wll use a phased approach in performing the assessments on the ASRP 

polyethylene tanks ERM will first conduct a site visit to the Poly Cal Plastic facility in  

French Camp, California to venfy tank manufactunng, testing and packaging procedures, 

and to o b h n  addibonal tank data. Concurrently, ERM will begin reviewing existing 

informauon, including the ASRP design cntena and the avadable waste charactenzahon 

data. As tanks are received by EG&G at the Rocky Flats Plant, ERM will oversee 

EG&G's receipt inspecbons to check for damage to the tanks and to ensure that the 

proper shipping requlrements have been met Dunng the construchon phase of the 

ASRP, ERM will be present to observe the installabon and testing of the tanks 

After the necessary condibons have been met, ERM will prepare wntten certifications 

for each tank or group of tanks, in accordance with 6 CCR 1007-3, Section 265 192, 

using a two-tiered approach ERM will first complete an inihal certificahon of structural 

integnty for each tank vessel, to allow EG&G to place each individual tank in senrice 

in a bmely manner ERM will then prepare a final certification for all the tank systems 

and their anclllary equipment ERM anhcipates providing the inihal certifications in  

mulhple groups, with a cemficauon package submitted for each group of tanks installed 

dunng a given week Following the completion of the project, ERh4 will provide a final 

report, which will include all of the tank assessments 

For each phase of the assessment process the vendor site visit, the existing information 

review, and the shipping/delivery/installabon oversight, ERM has established general 

screening level cntena These cntena will enable ERM to quickly determine I f  the 

substanhve requirements of each pornon of the assessment process have been met The 
cntena are posed in quesbon form and appear in the text portions of their respective 

subsections A "No" response to any of the questions will indicate a significant concern, 

which E M  will communicate to EG&G immediately For the "Yes" responses, ERM 

will use an assessment checklist to investigate the specific requirements associated N i th  

the general screening level cntena For example, as part of the vendor site visit, EFN 
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wdl venfy that hydrostahc teshng of the ASRP tanks has been properly completed If, 

dunng the visit, ERh4 discovered that the teshng had not been performed, there would 

be an immediate and senous concern If, instead, the tcshng had been completed, ERM 
would use the vendor site visit checNist to venfy that the testing was conducted in  

accordance with the appropnate specificahons The checklists for each cntena are 

referenced in the applicable subsection and are included in Appendices A, B and C 

To complete the ASRP tank assessments, ERM will use a project team consisting of six 

engineers. The majority of the field work and engineenng calculahon checks will be 

performed by four individuals with the addihonal two engineers providing support dunng 

peak work penods. Two individuals will be sent to California to conduct the vendor site 

visit Two teams, each consistmg of two engineers, will review the existmg information 

One team will concentrate on the assessment of structural integnty This assessment will 

include a review of tank system design standards, tank thickness and stress calculations, 

seismic evaluatrons, performance test results, and overfill, leak detection, secondary 

contarnment and spill control designs The second team will focus on evaluahng the 

compatibility of the tanks with the wastes to be stored This evaluauon will include a 

review of corrosion calculabons, matenal specificabons and chemical-resistance data, 

waste charactenshcs and physical propemes, and performance test results The 

shipping/delivery/installahon oversight will be performed by ERM engineers At a 

minimum, one Colorado registered professional engineer will be present on-site to 

conduct the installation portion of the oversight effort The following subsecbons 

descnbe the specific procedures that ERh4 will follow to complete the tank assessments 

3 1 Vendor Sate Vzsrl 

Two engineers from ERM will visit the Poly Cal Plastics manufactunng faciIity in 

French Camp, California on December 2-3, 1993 The pnmary objective of the visit is 

to determine if Poly Cal Plastics manufactures, tests and packages the ASRP tanks in 

accordance with the requirements specified in ASTM D 1998-91, "Standard Specification 

for Polyethylene Upright Storage Tanks",  the design basis selected by EG&G The 

5 
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following general screening level cntena will be used to determine if the vendor has met 

the substantwe requirements associated with the manufacture, test and packaging of the 

ASRP tanks 

1 Are the ASRP tanks being manufactured in accordance with the 
requlrements of ASTM D 1998-913 

2 Does the manufacturer have the capability to perform the Luw- 
Temperature Impact Test for the ASRP tanks7 

3 Does the manufacturer have the capability to perform the 0-Xylene- 
Insoluble Frachon (Gel) Test for the ASRP tanks7 

4 Does the manufacturer have procedures to visually inspect the ASRP 
tanks', 

5 Does the manufacturer have the capability to perform hydrostahc testmg 
for the ASRP tanks. 

If a "No" response is recorded for any of these five questions, ERM will nobfy EG&G 

immediately For the "Yes" responses, ERh4 will use the Vendor Site Visit Checklist, 

which is included as Appendix A, to investigate the specific requirements associated with 

the vendor site visit screenmg cntena In addibon to venfying compliance with the 

requirements of ASTM D 1998-91, ERM will also request the following information 

from Poly Cal Plashcs 

Chemical-resistance charts for the polyethylene matenal used in the tank 
fabncahon 

Hydrostatic-hoop-stress data for the polyethylene resin used in  the tanks 

QA/QC records and procedures for the tank manufactunng, testing and packaging 
processes 
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3.2 Informahon Review 

Review of existing informahon will involve an evaluation of the design basis, the design 

cntena embodied in the Tank Procurement Specification (P-Spec) and the Consolidated 

Blll of Matenals (CBOM), and the avulable waste charactenzation data ERM will use 

the technical requirements specified in the design standards (e g ASTM D 1998-91) and 

in the Colorado Hazardous Waste Reguiabons to determine the necessary technical 

elements for the ASRP tank design. ERM will then check the existing engineenng data 

and calculabons for accuracy and completeness ERM will also identify if any required 

technical informahon is not included in the design package 

3.2.1 Design In formation Review 

The review of the existing design informahon will include the tank design cntena as 

embodied in the tank procurement documents (I e the P-Spec and CBOM) and other 

relevant technical data such as the ASRP seismic evaluabon The engineenng work plan 

and associated design modificahon packages will also be reviewed These reviews will 

be conducted in order to venfy the adequacy of the engineenng design as it  relates to the 

demonstrahon that the ASRP tank systems have sufficient structural integnty and are 

acceptable for the stonng and treating of hazardous waste The following general 

screening level cntena will be used to determine if EG&G has met the substantive 

requirements associated with the design of the ASRP tanks 

1 Are the ASRP tanks designed in accordance with the requirements of 
ASTM D 1998-913 

2 Are the ASRP tanks designed in accordance with the requirements of Part 
265 Subpart J of the Colorado Hazardous Waste Regulahons? 

3 Are the ASRP tanks designed to meet the cntena specified in the tank 
procurement documents? 

4 Are the ASRP tank ancillary systems (e g vents and leak detectors) 
designed in accordance with their applicable design standards? 

7 
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5 Are the tank foundabons designed to properly support the filled ASRP 
tanks', 

If a "No" response is recorded for any of these five questions, ERM will nobfy EG&G 

For the "Yes" responses, ERM will use the Information Review Checklist, which is 

included as Appendix B, to invesbgate the specific requirements associated with the 

design information screerung cntena 

3.2.2 Waste Chamcten-n Data Review 

The waste charactenzabon data review will include the avalable analytical data for the 

waste matenals from the 788 Clanfier and the 207 B and C Ponds, chemical-resistance 

data for the polyethylene matenal and the ASRP tank corrosion report These reviews 

will be conducted in order to venfy that the ASRP tank systems are compahble with the 

waste matenals to be stored in them The following general screening level cntena will 

be used to determine if EG&G has met the substantive requirements associated with the 

waste compatibility of the ASRP tanks 

1 Does the avalable analyhcal data provide sufficient information to 
determine the physical and chemical charactensws of the ASRP waste I 

rnatenalsv , 

2 Were the ASRP tanks designed to resist the corrosion properties of the 
wastes to be stored in them' 

3 Were the ASRP tanks designed to be compatible with the physical 
propemes of the wastes to be stored in them', 

If a "No" response is recorded for any of these three questions, ERM will notify EG&G 

For the "Yes" responses, ERM will use the Information Review Checklist, which is 

included as Appendix B, to investigate the specific requirements associated with the w'aste 

charactenzation design information screening cntena 

I 
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3.3 Shipping/Delrvery/Instal~on Ovemght 

ERM will oversee EG&G's tank receiving inspections and review EGGrG's quality 

inspection documentahon Dunng installahon of the tanks ERM will focus on tank 

integnty and installabon requirements The following are general queshons that will 

provide a basic screening level cntena for the work performed dunng the shipment, 

dehvery and installabon of the tanks 

1. Were all manufacturer-specified requirements for shipping follo~ed7 

2. Were all manufacturer and EG&G instruchons for off-loading followed~ 

3 Was the tank foundauon constructed in accordance with proper design 
considerations? 

4. Were proper handling procedures followed to prevent tank damage dunng 
installabon? 

5 Are fill nozzles, vents, leak detectors and other ancillary equipment 
installed in accordance with design specificahons7 

6 Do the vents comply with OSHA standards for normal venting for 
aboveground tanks, or another accepted standard' 

If a "No" response is recorded for any of the above queshons, E M  will nohfy EGgLG 

For the "Yes" responses ERM will use the Shipping/Delivery/Installation Checklist, 

included as Appendix C, to assist in the demled oversight inspection of shipping, 

delivery and installahon procedures 

3 4 Certrficcations 

If results from the Vendor Site Visit, Information Review and 

Shipping/Delivery/Installahon Oversight, are i n  accordance with Section 100 12(d) of 6 

CCR 1007-3, and attest that each tank system has sufficient structural integnty and is 

acceptable for the stonng and treatmg of hazardous waste as required under Secbon 

265 192 of 6 CCR 1007-3, a qualified, Colorado registered professional engineer with 

ASRP RCRA Tank Assessmenl Mnn 
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ERM will prepare the tank cerbfications The et aluabon of each tank sq stem includes 

an inihal certification which covers design, manufactunng, shipping and installation of 

the pnmary and secondary tanks, and a final certification package which includes an 

evaluation of the ancillary equipment The initial tank system certificabon is provided 

in Appendix D 

4.0 SCHEDULE 

A schedule was developed for this project to establish milestones and monitor progress 

A Gantt chart can be found in Figure 4-1 The project has been divided into three major 

events consishng of construchon inspechons, initial tank certdicabons, and complete tank 

certificahons. These events are descnbed in the following paragraphs 

Construchon inspection will consist of on-site observahons beginning on or before 

December 13, 1993 Qudfied personnel will be inspechng equipment before and after 

installation to ensure its integnty. The inspectors will utilize the checklist located in 

Appendix C as a comprehensive guide to perform the equipment evaluahons These 

inspechons are expected to be concluded on or before February 9, 1994 

Dunng this penod of inspections, the inibal cemficabons will be completed in multlple 

packages The tanks will be divided into groups based on the number of tanks installed 

each week Each of these tanks will undergo a thorough inspecbon and will receive an 

iniual cerhficabon Each cemficauon package will be submitted to EG&G within eight 

days of the installahon of the final tank for a given week Initial cemfication of the 

ASRP tanks is expected to be complete by February 16, 1994 

The next major event will be the Preparation of complete tank certifications for all tanks 

This task will be completed after construction of all ancillary equipment and consists of 

six stages They include draft preparation, submittal, EG&G review, an informational 

meehng, final preparation, and final submittal These items are expected to take 

10 
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approximately one month to complete bcpnning on February 10, 1994 and ending on 

March 15, 1994 

The schedule shown in Figure 4-1 is based on the following assumptions 

one or more of these assumphons may result in schedule delays 

Changes in 

0 EG&G will begin receiving tanks by December 13, 1993 

0 Tanks will arnve and undergo installabon at a rate no slower than ten tanks per 
week 

0 All tanks will be installed by February 4, 1993 

Installabon of all ancillary equipment will be complete by February 18, 1993 

5.0 QUALITY ASSURANCEIQUALITY CONTROL 

Work performed by ERM will be governed by the EG&G Rocky Flats, Inc 

Environmental Restoration (ER) Quality Assurance Project Plan (QAPjP) An 

organizational chart descnbing the positions, responsibilities, and assigned personnel for 

this project is shown in Figure 5-1 It is expected that technical liason will occur 

directly between vanous ERM staff members and EG&G personnel The ERM Program 

Manager is the only individual with the authonty to approve change orders or technical 

vanances that affect contract scope, budget or schedule Likewise, the EG&G Contract 

Technical Representative is the exclusive official authonty for technical direction for 

ERM 

Pnor to beginning work, personnel performing technical work shall recen e 

approximately eight hours of training and indoctnnation in applicable procedures in  

accordance with 3-21000-ADM-2 02, to ensure proper understanding of the quality 

assurance and technical requirements descnbed in the RCRA Tank Assessment Plan 
Project personnel will attend EGGrG Rocky Flats training for Quality Assurance and 

technical procedures All project personnel are responsible for reading, understanding 

and implemenbng the requirements contamed in the QAPjP In addihon, all personnel 

11 
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are responsible for reading, understanding and implementmg the procedures dcscnbed 

within this Plan All personnel performing work in  controlled areas are required to hake 

appropnate 40-hour OSHA health and safety tmning and any addiuonal traning as 

specified in the EG&G Health and Safety Practices manual and the  ROC^ Fiats Plant 

Environmental Restoration Health and Safety Program Plan Traxning requirements will 

be estabhshed for all project personnel and will be documented in the project file 

Included in the cerbficauon procedures, project personnel will prepare and venfy all 

calculabons following ERM internal procedures for calculation bnefs In addition, text 

and tables will be prepared and checkpnnted by project personnel to ensure consistency 

and technical accuracy. Project personnel will review the completed checklists in 

Appendices A, B, and C for consistency and completeness The tank system will be 

cerufied by an independent, qualified, Colorado registered professional engineer from 

ERM The cemficahon will be prepared in accordance with Colorado Hazardous Waste 

Regulabons, 6 CCR 1007-3, Secbon 265 192 

12 
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FIGURE 4-1 
ASRP RCRA TANK ASSESSMENT PROJECT SCHEDULE 
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FIGURE 5-1 
PROJECT ORGAhm ATION 
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APPENDIX A 
VENDOR SITE VISIT CHECKLIST 



VENDOR STTE VISIT CHECKLIST 

ASRP RCRA TAhX ASSESSMENT 
ROCKY FLATS PLANT 

MTS 350370PA3 

Inspec tor 
Date 
Locahon 

1 

2 

3 

4 

5 

6 

7 

8 

9 

10 

11 

Has the tank manufacturer demonstrated expenence in the manufactunng o f  cross- 
llnkable polyethylene tanks o f  sirmlar site and ~ e t - v i c e ~  

Does the manufacturer have the capability to correlate all production and process 
parameters and all quality control mformation to a unique senal number stamped on 
the tank' 

Does the manufacturer supply handling procedures to the user for off-loading and 
placement to prevent tank damage9 

Yes No 

0 0 

0 0 

0 0 

Are manufacturer's QC travelers supplied with each polyethylene tank (Tank 
mformntiodtest data for both primary and secondary tanks)? 

0 0 
Is a 'Certificate of Compliance' bemg subrmtted with each tank on manufacturer's 
letterhead statmg the following7 
a Purchase Order number 
b 
c Test results 

Test performed and to which Standard or Procedure 

Are the ASRP tanks molded from h g h  density cross-Idable polyethylene 
(HDXLPE)? 

Are the A S U  l a d s  manufdcturd from virgin polyethylene material? 

Are the t a A s  manufactured by the rotational molding process outlined in ASTM D 
1998-917 

Do tanlcs contam an ultraviolet stabilizer? 

9a I f  so, is the stabilizer present at a level adequate to give protection for the 
mtended service life o f  the tad? 

9b Is the stabilizer compounded m the polyethylene? 

Are pigments added to the polyethylene? 

10.1 I f  so, are they compatible with the polyethylene, mnd do they not exceed 0 5 A 
dr) blended and 2 %  compounded in,  or total ueight? 

Is the top head integrally molded with the cylinder shtll? 

1 la Is the mnimurn thickness of the top head equal IO the thichess at the top of the 
straight wall7 

0 0 
0 0 
0 0 
0 0 

0 0 

o 0 

0 n 
0 o 

0 0 
0 0 

0 0 

0 0 

0 0 

0 0 
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12 Is the th~chntss for a full-mpported fla!-twttom hw.3 a in ir13m of 0 IS7 in 3 0 

12a 

1 3  

1s the radius o f  the bottom AnucLlL o f  a fldt-bottom tanA a rmnirnum of  1 5 
inchts3 0 
Is the mimmum thichess o f  the rddius greater than or e q u l  to t h t  maximum 
thickness of the cFlinder wall? 0 

0 0 

0 0 

13 Is the top edge of  the secondary tanks reinforced by design to maintain its shape after 
installation" 0 0 0 

0 0 14 Are all dimensions measured externally with an empty tank in the vertical position7 0 

15 Is the manufacturer c h e c h g  and documenting tolerances7 0 0 0 

15a Are these tolerances m accordance with ASTM D 1998-919 0 0 0 

16 Are tank capacities based on total tank volume? 0 0 0 

17 Are the tanks visually mspected to ensure that the tank walls are free of visual 
defects such as foreign mclusions, air bubbles, pmholes, pimples, craters, cracks and 
delarmnation~ 0 0 0 

18 Are the tanks permanently marked to identify the followmg3 
a manufacturer 
b 
c capacity 
d 
e senalnumber 

date manufactured (month and year) 

maximum specific gravity o f  tank design (1 9) 

f Type1 

0 
0 
0 
0 
0 
0 

0 0 
0 0 
a 0 
0 0 
0 0 
0 0 

19 Will confined space entry w a m g  s i p s  as prescnbed by OSHA Standard 29 CFR 
1910 106 be affixed to the tanks7 0 0 0 

20 Are chermcal-resistance charts available for the polyethylene matenal used m the tad. 
fabncation? 0 cl 0 

21 Will the manufacturer supply wall thickness readings along the straight wall and 
bottom of both the pnmary and secondary tanLs7 0 0 0 

22 Will these readings be recorded on the shop traveler for subrmttal to the user7 0 

23 Do the shop drawings provided by the tank manufacturer have the necessary 
information to venfy compliance with ASTM D 1998-917 0 

24 Are test specimens taken from the man-way, fittings cut-out, or other representative 
areas7 0 

25 Does the m'mufacturer have a program to ensure calibration o f  all equipment pnor 
to commencmg fabncation and testmg? 0 0 0 

26 Is hydrostatic-hoop-stress data available for the resin used LII the h.ds7  0 0 0 

O 0 D 27 Is stress-crackmg resistance data available? 



28 

29 

3 0  

31 

32 

33 

3 4  

35 

36 

37 
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Is equipment available to perform impact tests m accordance uith ASTM D 1996-913 

2Sa Are results from the low temperature impact test o f  Section 11 3 o f  ASTM 
D 1998-91 documented? 

Is equipment available to perfom Gel Tests in accordance H ith ASTM D 1998-9 13 

29a Are results from the Gel Test o f  Section 11 4 o f  ASTM D 1998-91 
documented’ 

Is equipment available to perform hydrostatic tests on each tad.? 

30a 

30b 

Are the hydrostatic tats performed for a muurnurn o f  3 0  m u t e s  per tank 
and are the tanks checked for leakage’ 
Are results from the hydrostatic test documented3 

Are holes cut to be free of sharp comers’) 

31a Are holes cut to have a mmmurn clearance to ensure best fit’ 

Are the site, location and specification for mau-ways and fittmgs as agreed upon by 
RFP? 

Is one fill assembly provided per pnmary tank and located 1 ~ .  the man-way’ 

Are the fill assemblies being mstalled at the manufacturer’s site? 

Do vents comply with OSHA 1910 I06  (or other accepted standard) for normal 
ventmg for atmosphenc tanks7 

35a I f  not, are vents at least as large as the fitting or wthdrawal connection, 
wlchever is larger, but not less than 1 0 lnch normnal mside diameter? 

Are fittings o f  appropnate strength to meet manufacturer and RFP specifications3 

Does manufacturer provide tads with a means for overfill protection? 

Yes 

0 

0 

0 

0 

0 
0 

0 

0 

0 

0 

0 

0 

0 

0 

0 

No Ni4 

0 0 

n 0 

0 0 

0 0 

0 0 

0 0 
0 0 

0 0 

0 0 

0 0 

0 0 

0 0 

0 0 

0 0 

0 0 

0 0 

Comments 

I 
I 
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APPENDIX B 
INFORMATION REVIEW CHECKLIST 



INFORMATION RFVTFW CHECKLTCT 

ASRP RCRA TANK ASSESSMENT 
ROCKY FLATS PLANT 

MTS 350370PA3 

Reviewer(s) 
Date(s) 

TANK DESIGN 

Is the design height for the pnmary tank less than or equal to 12 feet? 

Is the design diameter for the secondary tank lws than or equal to 14 feet7 

Are the secondary contauunent tanks designed to contaln at least 100% capacity o f  
the pnmary tank7 

Is the design volume for each of the pnmary tanks approximately 1 1,150 gallons’ 

Is the design volume for each of the secondary tanks approximately 12,025 gallons’ 

Do the polyethylene’s stress-craclung resistance tests indicate a 50% failure point  at 
a w m u m  of  500 hours in accordance with Test Method D 1693, Condition A, fu l l -  
strength stress-craclung agent? 

Is the density of the tank polyethylene matenal within the acceptable design range3 

Is the ultimate tensile strength of the tank polyethylene matenal within the acceptable 
design range7 

Is the elongation at b r e d  of the tanl, polyethylene matenal within the acceptable 
design range? 

10 Is the kicat softening temperature of the tank polyethylene matenal w i t h  the 
acceptable design range? 

1 1  Is the bnttleness temperature o f  the tank polyethylene matenal within the acceptable 
design range? 

12 Is the flexural modulus o f  the tank polyethylene matenal within the acceptable design 
range3 

Yes 

0 

0 

0 

0 

0 

0 

0 

0 

0 

0 

0 
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1 es h o  \i4 

1 3  Was the formula in Section 6 1 of ASTM D 1998-91 uwd C O K ~ C ~ ~ Y  to cdlculate the 
mnimum rcquird wall tluchness o f  the c) lindncal shcll at ,UI\ fluid IC\ t l7  0 0 C 

13a Have &20% o f  the design thickness ranges been estriblished for 
cornpanson with actual tank thIchsses7 0 0 0 

14 Was the hydrostaticdesi~n-stress calculated correctly in a c c o r h c e  with Section 
6 1 1 of  ASTM D 1998-91’’ 0 0 0 

14a Are the tanks designed with the appropnate design hoop stress value 
and M adequate safety factor, using the Barlow formula for calculating 
wall th~ckness m accordance with ASTM D 1998-913 0 0 0 

14b Was the tank hoop stress derated for service above 73 4°F and does the 
derated hoop stress exceed the hydrostatic-desis-stress7 

15 Is the tank designed of sufficient structural strength, m accordance with ASTM D 
1998-91 standards, to contam contents with a specific gravity of 1 9  usmg an 
appropnate safety factor’ 0 0 0 

16 Are the seismc designs of  the tanks m accordance with Umversity of California 
Research Laboratory (UCRL)-15910 and RFP Standard SC-106 and are they 
specified for Important/Low Hazard usage category7 0 0 0 

I7 Are the tank stresses due to static, hydrostatic, and hydrodynarmc forces evaluated 
agamst the tank matenal allowable’ 0 0 

0 0 18 Are all design calculations stamped by a Registered Professional Engmeer7 

19 Is the manufacturer equipped to perform the Low Temperature Impact Test in 
accordance with Section 1 1  3 o f  ASTM D 1998-91” 0 

0 

0 

0 0 

193. 
19b 

19c 

Are test specimens cut from a manway, fitting, or other representative area7 
Are specimens tested in a suitable apparatus with lnside surface down and 
impacted with a dart of  specified weight, height, and tip radius? 
I f  the standard specimen size (5 m by 5 rn or 127 mm by 127 mm) was not 
used, does supplier show correlation data between the actual size and the 
standard? 
Does the test report d u d e  the followmg? 
- Identification of  the tank 
- Date of test 
- Foot-pounds used for test 
- Pass or fail 
Have precision and bias been detemned UI accordance uith Section I 1  3 6 1 

19d 

19e 
of ASTM D 1998-917 

c3 0 

0 0 

0 0 0 

0 
0 
0 
0 

0 

E! 0 
0 0 
0 0 
0 0 

0 0 
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i 

h o  ? f A  Yes 

20 I< the manufacturer equ~pped to perform the G t l  Ttst in accordance with Stction 
1 1  4 of ASTM D 1998-91” 

2 0 ~  

20b 

2Oc 

Are the test specimens tAen from d rnmnHdj, fitting, or other rcpres tn t i t i \ t  
area whch is normally removed from the tank before use? 
Is the ASTM D 1998-91 test procedure m Section 1 1  4 7 and equation in 
Section 11 4 8 ustd3 
Do test reports include the following? 
- Identification o f  the tank - Dateof  test - Percentage o f  Gel calculated 
- Precision and bias 
Is a 60% rrrrmmum gel level mside of the wall used to d e t e m e  pasdfail? 20d 

21 Is the manufacturer quipped to hydrostatically test tanks in accordance with Section 
11 6 AS’IU D 1998-91’ 

21a Are the tanks hydrostatically tested wth the proper final fittings? 
21b Do tcst reports include the following3 

- identification of the tank 
- duration of the test - obxrvmce o f  l&ge 

22 Are the size, location and specification for man-ways and fittings correct? 

23 Do calculations performed to d e t e m e  vent size comply with OSHA 1910 1 0 6  (or 
other accepted standard) for normal venting o f  atmosphenc tank? 

23a If not, are vents at least as large as the fittmg or wthdrawal connection, 
whchever is larger, but not less than 1 0 mch nomnal mside diameter? 

24  Are plastic fittings designed UI accordance with ASTM D 1998-917 

25 Are plastic fittmgs made of  Schedule 80, Type I ,  Grade I polyvinyl chlonde (PVC) 
and pipe grade polyethylene? 

26 Are the tank fittrngs located u1 arcas o f  extra thiclcness for added ngidity and 
structural integnty7 

27 Is the fill assembly designed to withstand hydrodynamc loadmgs and does i t  
~lll~lirnze the possibility of splashg on the underside of  the closed tad. top7 

28  Are all components contactrng the tanks designed of compatible mitenals? 

29  Will PVC joints be solvent welded in accordance with ASThl D 28553 

30 Are metal components designed to be A36 m l d  steel unless otherwise specified? 

31 Are gaskets designed to be Ethylene Propylene Diene Monomers (EPDM)? 

0 

0 

0 

0 
0 
0 
0 
0 

0 

0 

0 
0 
0 

0 

0 

0 

0 

0 

0 

0 

0 

0 

0 

0 

0 

0 

0 
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32 Is a leak detection system designed7 

33 Are provisions made to ensure hydraulic communication between the pnmary L ~ A  
bottom and the le& detection de\ice(s) under fully loaded conditions? 

34 Is the Sensor designed to be located at or near the bottom of the secondary tank so 
any leakage from the pnmary tank would be detected as early as practicable7 

35 Is the tank leak detection system self-contaured, battery powered, and have a flashing 
light to s i p f y  a detected l& 

36 Does the sensor have a low voltage battery mdicator' 

37 Is the detection system capable of remammg m alarm mode (light flashmg) for a 
m i m u m  of 48 hours and IS the alarm light enclosure rated NEMA 4x1 

38 Are the tents gorng to be heated', 

38a If no, were the tanks designed to compensate for freeze and thaw' 

WASTE CHARACTERIZA77ON 

1 Is all the appropnate and necessary charactenration data of the chermcals and 
concentrations m the sludge and pond water available7 

la  Is specific gravity defined" 
lb  Are the waste settlmg properties defined' 
IC  Is the chemcal composition defined? 
Id Are the radioactive properties of the waste defined' 
l e  Is the pH of the waste defined7 

2 Is the volume of  waste from each of the solar ponds available7 

3 Has an assessment of  the COKOS~OII resistance of  high density cross I d e d  
polyethylene (HDXLPE) to the solar pond water and sludge been perf01med7 

4 Has a deternation been correctly made that the morgaxuc compounds present in the 
pond water or sludge are compatible with the HDXLPE matenaP 

5 Has a detemnation been correctly made that the orgamc compounds present rn the 
pond water or sludge are compatible with the HDXLPE matenal7 

6 Were calcdations correctly performed to detemne the effect on the strength o f  the 
tank due to absorption of  the active organic compounds7 

7 Were Total Orgamc Carbon (TOC) concentrations accounted for in drterrmmng the 
shell wall thickness of the tank? 

Yes 

0 

0 

0 

0 

0 

0 

0 

0 

0 

0 
0 
0 
0 
0 

0 

0 

0 

0 

0 

0 

N O  

0 

17 

0 

0 

0 

0 

0 

0 

0 

0 
0 
0 
0 
0 

0 

0 

0 

0 

0 

0 



8 

9 

10 

11 

12 
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Yes 

Ha a determination been correctly made that the radiological compounds present ID 
the pond water or sludge are compatible with the HDXLPE mattnd13 0 

Based on the waste charactenzation data and the chermcal-resistance properties of the 
pol{eth>lene matcnal, are the ASRP tank compatible with fhc mutes to bc stored 
111 them7 

Are the fabncated nozzles, gaskets, and other fitting accessones 
compatible with the matenals to be handled m the tanks' 

chemcnlly 

0 

0 

Are the boIts securmg mcchamcal fittmgs manufactured of matenah compatible with 
tank contents' 0 

Does the spactfic gravity used for the structural design meet or exceed the specific 
gravity of the waste? 0 

No NIA 

0 0 

0 0 

0 0 

0 0 

Comments 

(lNF0RREvm p 5) 
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ASRP RCRA TAhX ASSESShiENT 
ROCKY FLATS PLANT 

h4TS 350370PA3 

I . Inspector RCRA No 
Date RFP Tank No 

Pnmary Tank Send No 
Secondary Tank Send No 
Tent No 

Yes No NIA 

1 Were manufacturer’s rnstructions for off-loadmg, and placement provided pnor to 
shpment’ 0 0 

2 Were manufacturer’s QC travelers supplied with each polyethylene tank (Tank 
mformatiodtest data for both the pnmary and secondary tanks)? 0 0 

3 Were all manufacturer-specified requirements for shlpping followed7 0 0 

a Was the pnmary tank nested rnside the secondary tank for shipment7 0 0 
b Were the tanks covered to prevent debris contammation7 o 0 
c Were tanks positively vented dunng transport’ 0 0 
d Were all fittings and flange faces protected from damage dunng transport7 0 0 

damage to tank may have resulted’ 0 0 
e Were loose items protectively packed separately and not left inside tanks where 

4 Were manufacturer’s instructions for off-loadmg followed7 0 0 

a Was offloading completed without rmshap? 0 0 

5 Are the pnmary tadis permanently marked with the following? 

a manufacturer 
b 
c capacity 
d 
e senalnumber 

g confined space entry markmg 

date manufactured (month and year) 

maximum specific gravity of  tank design 

f Type1 

6 Are the secondary tads  permanently marked with the folloumg3 

a manufacturer 
b 
c capacity 
d 
e senal number 
f Type I 

date manufactured (month and year) 

maximum specific gravity of tank design 

0 0 

0 

0 

0 

0 
0 
0 
0 

0 

D 

o 

0 
0 
0 
0 
0 

D 

o 
c! 
G 
0 
0 
0 

(SIIIPPIYG LST p I )  
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Yes No NIA 

7 Are the outer SUrfdCeS of the secondary tank frce of signs of &mare (weld b r d s ,  
punctures, crack,  corrosion and other St IUCtUfdl  d.unage)7 0 o 

n - 8 If the secondary tank was daihaged, was the pnmary LinL inspected fv damge3 , , 0 *. 3 

9 Is one fill assembly provided per pnmary tank and located in the mnn-way? 0 0 

0 

0 

10 Is the fill assembly constructed of  schedule 80 PVC and mtalled properly7 0 

11 Are all edges, where opemngs are cut into the tanks, tnmmed smooth' 0 0 

12 Is the asphalt surface level" 0 0 0 

a If no, was sand or padding lLsed to provide an even surface on the asphalt for 
tank placement? 0 0 0 

13 Was the existmg asphalt surface permanently marked to rndicate the proposed 
location of all tanks7 0 0 0 

14 Were manufacturer's instructions for assembly and placement followed without 
mshap" 0 0 0 

15 Followmg mstallation is the secondary tank free of  weld breaks, punctures, cracks, 
corrosion and other structural damage" 0 0 0 

16 Was a hydrostatic test conducted at the time of  installation by filling the tank 
completely wth water and checkmg for leaks' 0 

0 

0 0 

17 Are proper wammg s i p  affixed to the tank" 0 0 

18 Is ancillary equipment supported and protected agamt physical damage and stress 
due to settlement, vibration, expansion and contraction7 0 0 0 

19 Is leak detection equipment mstalled (near the bottom, between pnmary and 
secondary tanks) and operatlog properly? 0 0 0 

a If no, will visual inspection of secondary containment be performed daily 
to detect leaks' 0 

0 

0 0 

20 Were all fittmgs mtalled m accordance with design specifications9 0 Ki 

21 Is a 3-mch PVC Vent fittmg placed m the center at the top of the pnmary tank and 
does it consist of a 3-inch National Pipe Thread (NPT) buthhead fitttng made o f  
PVC? 0 

0 

0 0 

0 0 1 22 Is a vent system mstalled and operational7 

23 Are tank permanently housed m tents constructed o f  a polyester substrate coated 
uith polyvinyl chlonde" 0 0 1 o 

0 24 Are spacers or equivalent mstalled between the pnmary and secondary 

(SHIPPING L S  p 2) 
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25 Is the tank located at least one foot from the tent fabnc3 
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No 

0 0 

26 Does the space between the pnmary and secondary tank allow for visual inspection 
or the mshllation of I& detection e q u ~ p m e n t ~  0 c3 

a .Is the space adequate to implement waste rp!val strategrLs7 , 0 .  , .Q.  

27 Was a polyethylene mesh lnstalled between the bottom surfdcts of the p n m r y  nnd 
secondary tank to allow leak detection between tanks3 0 0 

28 Is the liquid level float assembly marked to indicate when the level IS at the tangent 
ime9 

Comments 

NIA 

0 

0 

0 

O 

0 0 

(SHIPPING tliT p 3) 
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RCRA HAZARDOUS WASTE TAKK ASSESSMENT 
ROCKY FLATS PLhYT 

Decernbcr 15, 1933 
. MTS 350370PA3 

This document-is provided far t h t  RCRA hazardous waste tank kwcm descrrbed belo\$, -as - 
requested in the Statement of Work for the Independent RCRA Certification of the Accelerated 
Sludge Removal Project, Hazardous Waste Storage Tank System, Revision No 1 Project # 
MTS 350370PA3 

This document is a cefificatron of the tanh system by an independent, qualified, rcgistcrcd 
Colorado professional engineer with ERM-Rocky Mountam, Inc , and has been prepared i n  

accordance with the applicable Colorado Hazardous Waste Regulabons, 6 CCR 1007-3 Sechon 
265.192, "Design and Installahon of New Tank Systems or Components " 

This is an inihal tank cerbficabon which is restncted to the tank and does not include ancillary 
equipment 

TANK SYSTEM 

PCRA NO, TANK NO, TENT NO, SERIAL NO, 
. .  .. .... 

TANK NAME 

CERTIFICATION 

I cerbfy under penalty of law that I have personally examined and am familiar with the 
informahon submitted in this document and all attachments and that, based on my inquiry of 
those individuals immediately responsible for obmning the information, I believe that the 
informahon is true, accurate and complete I am aware that there are significant penalties for 
submithng false information, including the possibility of fine and impnsonment 
I hereby certify and attest, that the tank system has been examined in  accordance with the 
regulations cited above and is assessed to be of sufficient structural integnty and is acceptable 
for the stonng and treabng of hazardous waste This certification is based on the condition of 
the tank system at the hme of investigation as descnbed in the attached checklist and Initial Tank 
Certification Report 

Colorado Professional Engineer Signature 

Date 


